
Fixture Location/Description Fixture ID # Test Date  Test Result
 Rm #1 Fountain 7/22/2016 ND
 Rm #2 Fountain 7/22/2016 3
 Rm #4 Fountain 7/22/2016 9
 Rm #5 Fountain 7/22/2016 3
 Rm #6 Fountain 7/22/2016 4
 Rm #7 Fountain 7/22/2016 5
 Rm #10 Fountain 7/22/2016 19
 Rm #12 Fountain 7/22/2016 4
 Rm #13 Fountain 7/26/2016 7
 Rm #14 Fountain 7/22/2016 4
 Rm # 15 Fountain 7/22/2016 7
 Rm #16 Fountain 7/22/2016 7
 Rm #17 Fountain 7/22/2016 44
 Rm #18 Fountain 7/22/2016 16
 Kitchen N Faucet 7/22/2016 6
 Kitchen W Faucet 7/22/2016 9
 MPR Drinking Fountain 7/22/2016 ND
 West Hall E. Drink Fountain 7/22/2016 9
 Rm #27 Fountain 7/22/2016 16
 Rm #28 Fountain 7/22/2016 6
 Rm #29 Fountain 7/22/2016 7
 RM #30 Fountain 7/22/2016 ND

Water Testing Results - Tri-City Elementary
Action Level is 15 parts per billion (ppb)
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